
ffirffimffi
associated electric cooperative, inc New Madrid Power Plant

P.0. Box 156
New Madrid, Missouri 63869

Phone 573-643-2211
Fax 573-643-2001

Q"ent Via_Elagtron ic Ma i I

March 29, 2019

U.S" EPA Region Vll
Attn: Mr. Jon Knodel,
Missoun Air Compliance Coordinator
11201 Renner Blvd.
Lenexa, KS 66?19

Re: Annual Compliance Certification
lnstallation lD: 143-0004
Permit No. OP2010-1168

Dear Mr. Knodel;

ln accordance with the current permit provisions and pursuant to 10 CSR 10-
6.6065(6XC)1.C, the Associated Electric Cooperatrve, lnc. {AHCI) facility located near
New Madrid, lvlissouri is required to submit the 2018 Annual Compliance Certification.
The certification also incorporates the $emi-Annual Monitoring Reporl for the period
ending December 31st,2018. ln addition to the required forms, the report contains
information related to CO 30-day rolling average data, CO '12-month rolling tonnage
data, and dust coliection system force tracking.

Additionatly, please note Charles Zeringue. Senior Plant Manager is the new
Responsible Official (R0) for the New Madrid plant. Charles assumed the responsible
otficial role on March 4.2019. He can be reached at 573-643-6214"

lf you have any questions or concerns regarding this submittal. please do not hesitate to
contact me at 573-643-6240 or kfarmer@aeci.org.

Sincerely,
i,"

."1 ', .,.',' 
,, .,,, , . , , i

Kevin Farmer,
$enior Safety & Environmental Specialist

cc: Mr. Chris Wood
IUDNR. APCP

Encl
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AIR POLLUTION CONTROL PROGRAI.,I

PART 70 OPERATING PERMIT COIUPLIANCE AND MONITORING REPORT

RESPONSIBLE OFFICIAL FERMIT CONTACT PERSON

CERTIFICATION STATEMENT
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Associated Electric Cooperative, lnc.. New Madrid power plant
Itis rA:LAatit{ n:An',E

4'l St. Jude Road Marston, l/issouri 63860
INS'|A:LAIlON L0{:nl ION lSTfiliT AllfjRESS AND CtiY)

oP2010-1 168
QPE*Ati\C CaRyrT N'-[!6ER llA ra +irERiit,lc i:i:rtMt r itisijrr,l

November 13, 2014
T?PE OF REPOR:'

E Annual Compliance Cer-tificalion Semi-Annual lvlonitoring Report I Exceedance Report

lf Annual Compliailce Certification. is the Annual Compliance Certrfication being submitted to also fulfrll the reporting
requirements for the Semi-Annual L4onitoring Reporl? B yES I ruO

RepcRlS,iG PFR:On STAR'I- OAi; REIIOF1Ii\C P:RIOJ LNJ OA]T

1tutzafi 12t31t2A18

Name Charles Zeringue Kevin Farmer
Title Senior Plant Manager Senior S&E Specialist
Mailing Address P0 Box 156

New Madrid, MO 63869
PO Box 156

New Madrid, MO 63869

Telephone Number r,vith

Area Code 573-643-2211 573-643-2211
Has the above information changed since the issuance of the operating permit? E yES n uo

I certify. based on infonnation and belief formed after reasonabie inquiry, the statements and information in this document are
true, accurate and complete.'

SI,iN,TTUBE OF RESPONSIBLE
iirI .. i.

, t i I .i. ,

oFFrIlAl- Di\IE -clllNEC

1

r]RINT NAI"IE OF RESPONS'BI F

Charles Zeringue
*This certificaliotr means that the signatory has verified compliance with all applicable regulalions and operating permit
conditions, and that the installation has complied u/ith all monitoring, record keeping, reporting and testing conditions
specified in the operating permit unless specifled differently in a deviations report. For information concerning administrative
and civil penalties, consult Section 643.085 of the Revised Statules of the State of Missouri (RSMo) and Section 643 151
RSMo, respectively

PART 3 DEVIATICIH INqUIRY
I lps rirl

143
Pt ANT iro

0004
INSTAL.LA'l-lCl..l liAtlE

New Madrid Power Plant
lrlo 7E .1S.i8 iil I 9r P!,le l



January 1,2018 to December 31,2018
1. PLANT.WIDE PERMIT CONDITIONS

Did the installation experience any deviations during the reporting period from the plant-wide permit conditions?

E YES E tto
2. EMISSION UNIT PERMIT CONDITIONS

Did the installation experience any deviations during the reporting period from the emission unit permit conditions?

Eves Euo
3. CORE PERMIT REQUIREMENTS

Did the installation experience any deviations during the reporting period from the core permit conditions?

Evrs f]ruo
4. GENERAL PERMIT REQUIREMENTS

Did the installation experience any deviations during the reporting period from the general permit conditions?

Eves Eruo
NOTE: lf you checked "Yes" in any of the four deviation questions above, and the installation has not previously
reported the deviations, the installation must complete Part 3 of the Compliance Certification and Monitoring
Report Form.

5. CURRENT COMPLIANCE STATUS

Are you cunently in compliance with all air pollution requirements?Evrs Eruo

MO 78S186 (01-19)
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re Missouri Department
of Hatural Resources
Air Pollution Contrcl Frogram PART 70 Operating Permit Compliance and Monitoring Beport

PART 3 - DEVIATIONS FROM REqUIRED MONITORING
::IPI NN

143

Flrl1t Nt].

0004

lns!allatioff Na,ra

Associated Uectric Coopertive, lnc., New Madrid Power Plant
Report Period Starr I)are

Ll{zafi
Report Period f^d Date

L2/tLl?O18

Permit

condition
Pollutant

Monitored
level

Monltoring
Method

0eviation Oescription Deviation Date
Deviation
Duration

Cause of Deviation Corrective Action

For PW001 Dust Control Eyposs Recordkeeping.

PW001 Pa rt icr,rla te

Bypass o{ baghouse

cr.rntxrls {du3t r()lleel i0n

syrtern ) r,vhrle tr*lnsferrrrtg
coal (i:r osh)

ut3/7A18
t119/2018

2l?6/?or8
3/1"5120:r8

4/09/2018
6/?_7 /?.At9
u28/2AB
/ /23/)018
7 / 7_,120)8

7 /?_b/70]8
t)/2.1/2{r18

10/1fil;I018

1"11261ZA]8

Lt/2612$!8
1.112712018

1"7/0?f2AL8.

10.23

10.58

2.00

6.3:l

0.33

9.50

0.43

32?
t.23
2.;\
0^27

6.62

2^00

3.52

8. 12

3.43

Problenr with dust
collection systern

developed durin6 coal

handling 0peratiorl!. flust
cr:llector bypassed urrl.il

coal lrain unloacltirJ or co:rl

bunkers {illed.

As sfion a.,; r.oal unlc.radirtg, hanrJling anr.l transf*r
o;.r*ralion:; cauld be shut down; the durt

colleciri:rr llytt*fir wa5 repaired and plared hack

iilto service.

Fot EU007A-O02 Recordkeeping - Report ol PM Excursion/Exceedqnces

r u001 0-002

FP-01 Ooacitv 3t- 43% c0tr,4s

PM [xcurslon, ].-llr Avg.
(opacity > 3O%) 1/76/20L8 4 llours Shutdown

I he unrl [ns shut down as qui(kly a5 po5sible with re8rrC

for equipnient 53fety

ru0010-002

EP,O1 Ooacitv 37% COMs
FL1 [:x(eedan(e, l-Hr Avg.

iOpacily > 32%1,) r/76/7018 3 l'lours 5hutdown
Tlie unit wa-(;hu1 d()wn as quickly a! par5sible with r€ga,,J

for equipnrent safety

8U0010-002

ep-01 0pacitv 40% COMs
FM lrilIr:roil, 1^Hr Avg.

{0Pac}ty > 3{.rrr} 1,2 /2217018 1 Hcrur Malfunction
lhe unit was !h!1 dcvlr a$ quially a5 polrible with regard

for equipnrent salety.

EU0010-002

EP-01 5 hours above excutsiofi ttigget due to stort up, shutdown or malfunctian, aver on operating tirne ol 7854 hours (A.0A06% af aperatinq tirne)
tu0010-002

EP.O1 i hours ahove exceedonce trigget clue to start up, shutdowfi or ntalfunction, over $n opproling time of 7854 haurs P.0AA4% af operatinq tifie)
ru0010"002

E P-01 0"42% manitor dawntime, as reporter) qunrterly



ilissouri Depar&ent
of Natural Resources
Air Pdlution Confol Prografil PART 70 Operating Permit Compliance and Monitoring Report

PART 3 - DEVIATIONS FROM REQUIRED MONITORING
: IPS NO.

143

Plant No.

0004

lristnllali0e NilrrP

Associated Electric Coopertive, lnc., New Madrid Power Plant
Reprrrt Period Start Date

LlLlzaLs

Rfport Pt'riod t.nd i)dre

12/3U2018

Perfiit
Condition

Follutant
Monitored

Level

Monitoring
Methdd

Oeviation Description Deviation Date
Deviation
Duration

Cause of Deviatinn Corrective A.tion

For EIJOO2O-002 Recordkeeping - Report of PM Excursian/Exceedances

lLJ0020-002

fiP-02 Opacitv 38% COMs
i'1,,1 f:xcur9icn, ll l'lr A?8.

{Opdi:ity > 309d1 L/n/2a]3 1 Hour Shutdown
The unil war shet down ds qxi(kly i: porsiblt with rrg:rr:i

ior eqsipment rtfety.

ru0020-00?
rP-02 0pacity 35 - 44% C{)Ms

Pf'4 f:xcur!i<!l!, .1 I'lr Av8.

{a}parily > 30?'il Ll2ri?018 2 Hours Shutdr:wn
The urli! BaE shut drwn as quickly.l! i)oesibk with rFg;rrij

lor eaurpnrent safety.

tu0020-002
rP-03 0pacily 369; C0Ms

t'M !-x(:eeddnce. 3^,lr Avg

it)parity ) 32r".i 1 /?r/2al8 3 Hours 5hutdown
th* i;ni: w.:r shul down as qlicl'ly ai tr,+seilllr wrrtr rep-ard

fGr {ar}uiFurler!: \ditly.

rLJ0020-00?

Ip.02 ()pacity 45% C0Ms
PM txailrsici, .l't1r AvA.

(llpac,t'l > :t0"ii 2 111/?0r8 1 ll0llr !hutdr:wn

't hr: urlil wir rhui d()u/n ;ii eui{:kl$ 
^i 

frrlrihk] with reBdrij

lor eulilrrrell safu!t-

ru0020.002
L*\-02 Opacity 36?, c()t\4s

PM fn(lrrlitin. I iir Avg.

({\}a{:itY i. -1{.,"') 't/5/ 2ot8 I Hour Shuldown

', tr{, i:nii ial.l) s}iul tilrwri :l:: cluickiy al pD5titJle w.il:h , etidr (l

fnr r)qt,rlrrn'.rrt ;ni('rV

8U0020-002

Ip-03 Opacity 4}aA C0Ms
flvl l:x(llr9i00. I flr Avel.

l0paciti, 7 30'rii 12/7U2A18 l llclur Shutrlclwn
th& !il!t w;ts trrrt- ai*wrt nr qJfi:kil 15 lifrs!b'r, e,rlti ,tg;r l

f,)r r,(tri,l),tirr,t s,rir'ty

FU00J-0.002

EP,02 6 hours qbove excursian tigqel due ta start up or shutdown, ovr ail operalinq t.itne aJ 7999 hours P.0008% al operotin{} time)

ErJ0020 002

IP-01 3 hours tbave exceedonce triqqer dile ta stort up or shutdown, over an aperctine tine af 7999 hours (0.00A4% of operutinq time)

tu0020-007
tP-0? 0.4596 monitu downtifie, as reporled quarterly

Nan-Permit Related Discovered Aurinq lnterfial Audit

NA NA
> 100

hourslyear

Nen-re5et

hour rneler

963.66.{.0{tlir}{ii} sr{E

fngine tDG non-efl€rEen.y
operiitiofi. 100 hours/year

12l3u?013
1"213)./2$1,4

L2/3Ll?013

05 hours

l-5 hours

-i.1 tlours.

CDG ;rrevenliv*
rnaintenance progr.arn

c0nducted reliability runr
greater thail 100

haurslyear.

Freventive maintenance prograrn was adiusted

to limit reliability test operation to less than 100

hours per year.

Page 2 of 2



i/lissouri Depa*rnent
of Hatural Resourcas
Air Pollution Conffr:l Frngnanr

PART 70 Operating Permit Compliance and Monitoring Report
PART 4. DEVIATION REPORT SUMMARY
FlP5 No

143
Planl No.

0004
lnstallat,0n Nrne

Associated Ilectric €oo lnc., New Madrid Power Plant
Report Period

-7u3u2818
PERMIT CONDITION REPORTTNG RTQUIREMENT DATE SUBMITTED

EU001D-001 & EU0020-001 Iyfass emlssiGn ard mor]itfir dowiitirlr r:rlirrtirg ifrrst quarlrr 2018j 4/25/2A:.3
EU0010-001 & 8U0020-001 ixaess emrssion and monit-4r do$rirr* rarf;iirtrrti is':(cid qiiartei 2C1.8) 7124/?A$
tu0010-001 & ru0c?c-001 ixcess efirissioil aild mo,r;lrr cicwriirn* r}l:rirt:qd ithird quarttr 2018) rt/2812A].8
EU0010-001 & 8U0020-001 ixress pmlssinft ,fid monitor {joBi)tir!( re}n, t:r1: iliurtr q!31191 29191 1/2e/2019

beneral (10 cSR 10-

6.06s(6)(c)1 c) Annual C0mplranr! CPrfl iri:alion 3/29/201e
General (10 CSR 10-

6.06s(6)(c)1 C) Sefii'AnnuJl ionrplianar Certi{rc,riion ar;j Litr:,.i:}{irg titport iscrlnd Half 20i81 3/29/2019
Ceneral {10 CSR 10-

6.06s(6}(c)1,C) Sen)i-Annuil Cflnlpliin{:e Cpft;{icnli[n ;]r:J Mr.:iliirlg Seprrt iF:rJ1 Hall 2n18) 9/26/2018
Core (10 CSR 10-6.0501 5tirt.up, shut-doa/n and m,llfulclitc cril( iir,i-'s i.lr i-lnri i 163 1r,,',. tl22/?018
Core {10 CSR 10-6.050} Slart-u0, Shut Cou/n affd rralhrn(:tr0.r i:\1it(1\1:ni,t lil{ il.jt i dnd Unlt 2 u2e/Z}fi
Core {10 CSR 10-6.050) StJat{Jp. shut-down anij miilfutctrsn (r)rrdrircr5 ior llcit j. and Unit 2 2/12/?018
Core {10 CSR 10-6.050) Slart-up. shut-dowr gnd malfunctron (Orri:rlrC.i: ior i.Jirt : :j3rj tjn:t .: 5/7 /2018
Core (10 CSR 10-6.050) Start up, shlJt down frnC r?ifunctror $n*rtrors ]i>r i-Jqlt I ;qc tjnri : 1?/t312078
Core {10 CSR 10-6.050} Stait !tl, shi.ii.jiryic rnd ryr:lfunctior cor:*i:i;as i:;r i-i,lit 1 ;nc Unii f t?/27/2018



CO 30-Day Rolling Average Data
Plant: NEW MADRID P0WER PLANT-AEC]

lnterval: 30 Day
Type: Roll

Report Period: fiN'|12018 00:00 Through 1213112A18 23..59
Tirne Online Criteria: 1 minute(s)

FIPs #: 143
Plant #: 000d.

01io2i18 00:00

01103/18 C}J:00

01i04t18 00:00

01105i18

01106116 00:00

o 1824 c.0000

0.1091

o 1075

0 000{)

0.0{00
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0.0000
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0.0000

0 0590 0.0000

0ti r0i-18 0S:00

01t11!i8

01/1?lla 0€:80

0.05a3 0 0000

0.0587 0.0000

01/'l3i 18 00r08

0ll14i18 0Q:00

0 0000

0 0000

0.06?7 00000

0 1 i1 5,',r I 00 00 0 0658 0 oooo

0O:00 0.087'l 0 00c0

01i17I18 00:00

oriisii6 
**"- ' 

oa,oo

01/1glE 00:0O

o.0584 0 0000

0.4702 0.0000

0.06s€ 0 0000

o 0681 0 ocbbC1120/18 0C:00

orialie 
.-"- " 

oo oo

00:00

01r23i18 O0:0O

0.067r 0.0000

0.0677

0.o592

0.cc00

0.0u00

A1n4!18 C0:,)0 c.0718 0 0000

s!i2&r18 C0:00 0.0736 0.0000

a1!26t18 00:00 o 0163 o dooo

41t27!18 00:00 u u/o, 0.0000

0,128118 00:00 c.0779 0.0000

0'1129118 0.0834 0.0008

01r3Qr18 06:C0 0.0000

0l/31118 SO:00 0.0861 0.@00

02101118 00:00 AA872 0.0234

0?102118 00 00 0.0884 0.0r 71

oz03r18 00rS0 0.0671 0.0178

02/04118 O0r0O 0 0894

Parameter
Unit

Report Generated: 03/26i 19 15:08

0.o178

Report Version 6 0 VADER\reportuser



CO 30-Day Rolling Average Data
Planl NEW MADRID POWER PLANT-AECI

lnterval. 30 Day
Type: Roll

Report Period:01101/2O18 00:00 Through 1213112O18 ?3:59
Time Online Criteria. 't minute(s)

0 0917 o 021 1

FrPs #: 1.43

Plqnt #: 0@4

ozrosria 00-00

0?06118 00:00

02,07118 S3;00

02..t8r18 00:00

s?i09i 18 c0 00

Azti1iri 00:00

*ziliid ' ----aa o{t 
*

02i12i18 00:C0

0?J15/18 00:00

0.0929 0.0194

0.0942

o.ogza

0.0899

o.ogrg

c 0194

0 0194

0 Q193

0.02?1

02ri6118 0O:00

c.0305

o.o33a

il.036l

0 0s23 0.0333

0.0898 0 0396

0 os97 f'it.u\a

0 0937

0 0937

0 092002r1y18 00.00

'oiiln;it' -*-""m"od-

Q2!17r18 00:00 0.0887

o2/18i18 - 0000 0086c

0.0461

0 0463

0211s18 00:00 0.0499

0.o53?

0.0895 o Oss?

0.0878 0.0550

0 0888 c 0536

o.oaoa c.0558

0-0853

c.0883$2i20lr8 00 c0

o2tzirfi -oote"

*2|Z2J1C 0O:0C

42t21i18 t0:m

o2i24i1A 00.00

c2i25i18 00 00

02!24i1* C{r00

EA27i1g 00 03

02128i't8 O0:00

03rc1/18 00:0C

03t0,,18 00r00

o.2545 0 0548

u t35/ 0.c543

0 2480 0.0531

o a4ss o oSsz -
a 2457 0.0550

0.2430 0.0538

0.2397 0.0533

0 2365 0 0554

0303/18 @r00

03i04J18 00:00

03/05/18 00:00

03,'06118 0c 00

03/07118 00:00

03108/18 00m

0.2337 0.0571

o.2328 0 c5s?

0 ?300 0.0s07

0.2335 0 0648

03/09118 0O:00 0.2403 00672

0Ciioii6*-"-.."**t{ni-". " oeaaa-"*""'-"-'""'--- 006e1

03tj1 'tl1 8 00:0C 0.2386 0 0722

olt12t1A o0:00 0.t385 0.0754

osr llis o! oo o.23ss o'drb)"

03,,14/18 00 00 0.2400

oom 0.2411

Report Generated: 03/26/19 15:08

O.O76,l

Repo* Version 6.0 VADER\reportuser



CO 30-Day Rolling Average Data
Plant: NEW MADRID POWER PLANT.AECI

lnterrual: 30 Day
Type: Roll

Report Period:01/0112018 00:00 Through 12/31/2018 23:59
Time Online Criteria: 1 minute(s)

oe,rerla 00 0s 0.2443 0.0851

03,'17118 00;00

6:iiaiie oo oo

c.2452 0.0839

c 24d8

00:00 *.2410 0 0829

a3t2at8 0000 4.2437 0.082?

03121118 00 00 o 2442 0 0805

03122/18 00 00 0 ?431 0.0:78

FIPs #; 143
Plont #: 00a4

0.c858

03r?U18 00:00

o324it8 00 00

0&25i18 0000

0.241,l 0 s7s0

c.2433 0.0784

0 2429 0.078s

o3?4i18 c 23A5 0 0161

c7i27ia8 00 00 0.0799 0.07e4

0.0781 0.0761

03i2e-j18 0.0765 o 0775

03/30118 co 0B 0 0759

03,31i18 C0 00 0.069? 0 0756

04t01.,18 .30.00 0.06s2

c4l0?118 *0r00 U,l&J 0 0762

04,,03/18 30:00 0 0683 c 07I0

04i0{i 18 00r00 0 0793

34105/18 00:00 0.0S33 0.0821

o4/06i18 o0 00 0 0683 o 0619

04107i18 00:00

0{,'08118 00.00

04/agt1a 00:00

04r10/18 00:00

00683 00?86

0 0693 0.076?

0 0683 ( 0744

0 0583 o c723

04/1 1il8 00:00 0.1 193 0.0690

l/;12r19 0O:00 0 1343 uunfi

04i13114 m:00

04.114i16 0O:00

04i15,,18 00 cc 0.14?5 0.c60€

04J16/18 0O:00 0 1433 0 0594

Ol,t z,rA O0 O0 O 1493 b.OSae

0 1379 0 0645

0.'1436 * - 
b.coeo

04/18/13 SO;00 0 1554 0 c563

04/1gr'18 00.0c 0.161 2 0.c561

04,?01't8 00r00 0.1653 0.c550

04;21t18 00:00

o4/??rr8

AN23l18 00:00

c 1€38 0.o532

c a26{ o.bss:

Repo( Generated: 03/26/19 15:08 Repofi Version 6.0 VADr R\reportuser



CO 30-Day Rolling Average Data
P|ant: NEW MADRID POWER PLANT.AECI

lnterval: 30 Day
Type: Roll

Repc( Period : 0 1 fi 1 1201 I 00:00 Through 1 2t31 l2Q 1 8 23:59
Time Online Criteria: 1 minute(s)

o easo 0 0545

0.?3.55

0.2381

FIPs #: ,43
Plant #: oou

a4i2*1A 00:il8

04125i18 0C:00

04!'?6'18 00:00

04i27J16 00:ffi

04,28r1S oo o0

o4,.29t18 00:0O

n4r3C,18 00:0O

05101/18 00 00

as.ia?h8 00r0O

05103/18 00:00

05/84i18 00 00

0t'0tri8 0O:00

0 0559

0 05&5

0,e388

o.2402

o.0550

0.0543

0.2424 0 0526

0 2413

0.2473 0.0572

02526 '"'"-*-'- -OCSOT

0.2408 0 0543

0.?605 0.c535

o ao:l o 0535

05i00r i g

05108/18 00:09

05109i18 00:80

05,-1cxa- 
--- -.'-m,.co -*

05i r 1118 00 c0

00:00 0.2660 0.0535

05i07I!8 00:00 o_2697 0 0535

0.28rs 0 0535

0.0535

0 2940 0.1 153

0 ?329

r zisa

0 1',183

05,,-1?118 00:00 c., t83

$5/-13'18 0O:CC 0 2?00 0.1 183

0$-!4i18 00 00 0.2191 0 1 't63

g5li5lt8 00.0c 0.2159 0.1487

!5r':Sir8 0Or00

00 cc

051i9,'18 00:0C

05i? 9i 18 00.00

05/?or18 00 00

c5i21l1 I 00:00

0$/2?118 00:0O

05l2iy1I 00:00

a5/24t18 00:00

o21U 0.'t508

0 ?c73 0 1513

0 2011 0.15?3

o 1960 o.tsri

c 1s?0 0. 536

0.1s37 0.1 509

0'!958 Q.1{49

0 1359 o.1430

1374 0 1428

05/25118 00:00 0 1363 41434

0&126118 C0:00 c_'!369 0 1432

05/?7i18 o0 00 0.1400 0.1435

o5t28t18 OO:00

05i?9j18 00:00 0.1488 0.1440

0.1s?6 0 143805J30;18 00:0S

os31i1B B{:BO o 15?4

06/81 il8 O0:00 0.'t516

0 lr'i6

Report Generated: 03/26119 15:08

0 1449
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OO 30-Day Rolling Average Data
Plant: NEW MADRID POWER PLANT-AECI

lnterval: 30 Day
Type: Roll

Report Period: 01 /0't/201 I 00:00 Through 12131 DA18 23:59
Time Online Crileria: 1 minute{s)
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CO 30-Day Rolling Average Data
Planl. NEW MADRID POWER PLANT-AECI

Intarval: 30 Day
Type: Rolt

Reporl Period: 01CI112018 00:00 Through 1213112018 23:59
Time Online Criteria: 'l minute(s)
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CO 30'Day Rolling Average Data
Plant NEW MADRID POWER PLANT-AECI

lnterval 30 Day
Type: Roll

Report Period. A1fi1t2018 00:00 Through 12131i2Q18 23:59
Time Online Criteria: 1 minute(s)
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CO 30-Day Rolling Average Data
Plant: NEW MADRIO POWTR PLANT.AECI

lnterval: 30 Day
Type: Roll

Report Period O1|Q112018 00:00 Through 12/31/2018 23:59
Time Online Criteria: 1 minute(s)
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C'O 30-Day Rolling Average Data
Plant: NEW MADRID POWER PLANT-AECI

lnterval: 30 Day
TyPe: Roll

Repofl Period: 01/01/2018 00:00 Through 1213112018 23:59
Time Online Criteria: 1 minute(s)
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CO 30-Day Rolling Average Data
Plant: NEW MADRID POWER PLANT-AECI

lnterval: 30 Day
Type: Roll

Report Period: 01101/20'18 00:00 Through 12131DA1823:59
Time Online Criteria: 1 minuie(s)
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Jan-1 8

Feb-1 I
Mar-'!8

Apr-18

May-18

Jun-1

Jul-1

Aug-1B

Sep-18

Oct-18

Nov-18

Dec-18

Total Lbs.

CO {Tons}

Quarter 1 {18)

Quarter 2 (18)

Quarter 3 (18)

Quarter 4 (18)

Curnulative Emissions
' Plant. NMPP

Cumulative Emissions. 12 Months ending 12t3112018

FIPs #: 143

Plant #: oao4

291,932.0864 174,747.268

1 39.098. 163214,1A4.1882

234,145,05S254,7fi.5541

268,3791008 165,059.531

484.246.9122 124,303.156

292.567,5845 152"967.0S9

449,268.4618 146.256.121

440,983 1S90 1'16,644.955

185.307.8924 74,9A7.A62
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74.634.063196,168.7820

4.041,385 32601 1,605,098 470

760,746.828V 547,990.4900

1 .045. 1 93. 5975 442,329.7764

1,075.559.5232 337,888.1 380

'1,159.885.3766 276,890.0660
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Plant: AECI - NEW MADRID POWER PIANT

Dust Collector Bypasses for January - December 2018

FlPs #: 743

Plont#: OilN

Date Days Hours Total Hours Dust Collectors

ll75l20L8 t9:46
tl1612o186:00 0.43 10.23 10.23 Tripper Room

tl7slZOLB 4:Oo

tlt9l2ols1a:35 0.44 10.58 10.58 Tripper Room

2l26l2OL8LL:OO

212612018L3:oo 0.08 2.00 2.00 Yard Reclaim

3176120L83:oo

3116120187:30 0.19 4.50 4.50 Yard Reclaim

31L61201877:OO

3176/2078 t2:5O 0.08 1.83 1.83 Yard Reclaim

4/9l2Ot8t7:20
419/2OLBL7:40 0.01 0.33 0.33 Yard Reclaim

6127/207822:20
6/2812OL87:5O 0.40 9.50 9.s0 Tripper Room

6/28120t8 L4:37

6l28l2ot$ 75:03 0.02 0.43 0.43 Tripper Room

7l23l2ol8 77:72

7l23l2OLB L4:26 0.13 3.23 3.23 Tripper Room

7l25l2Ot8 LL:34

7l25l2OLBt3:48 0.09 2.23 2.23 Tripper Room

71261207812:73

7/2612078]a:28 0.09 2.25 2.25 Tripper Room

9l23l2ot8B:aa
9/24120t80i00 0.01 o.27 0.27 Crusher House

7OlL6l2OL877:07
1O176/2078!7:44 o.28 6.62 6.62 Crusher House

7t126/2OL87:3o

7tl25l2ol89:3o 0.08 2.00 2.00 Crusher House

Page 1



PIANT: AECI. NEW MADRID POWER PLANT

Dust Collector for Janua - December 2018

FlPs #: 743

Plont #: 0(N4

7Ll26l2OLB L2:38

7t/26120L8 76:09 0.15 3.52 3.52 Crusher House

LLl27l2OL83:37
L11271207817:38 0.34 8.72 8.L2 Crusher House

L2l7l20t8 LL:02

o.74 3.43L2l7/2018 L4:28 3.43 Tripper Room
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